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Preface

The hardware and software described in this document are products of KEB. The infor-
mation contained in this document is valid at the time of publishing. KEB reserves the
right to update this document in response to misprints, mistakes or technical changes.

Signal Words and Symbols

Certain procedures within this document can cause safety hazards during the installa-
tion or operation of the device. Refer to the safety warnings in this document when per-
forming these procedures. Safety signs are also located on the device where applicable.
A safety warning is marked by one of the following warning signs:

Type and/or source of hazard.

Indicates a hazardous situation which will result in death or serious injury  if
not avoided.

y Measures to avoid the hazard.
y Can be supplemented by an additional warning sign or symbol.

Type and/or source of hazard.

Indicates a hazardous situation which may result in death or serious injury  if
not avoided.

y Measures to avoid the hazard.
y Can be supplemented by an additional warning sign or symbol.

A CAUTION Type and/or source of hazard.

Indicates a hazardous situation which may result in minor or moderate injury
if not avoided.
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y Measures to avoid the hazard.
y Can be supplemented by an additional warning sign or symbol.

NOTIC Type and/or source of hazard.

Indicates a situation that may result in damage to the product or other prop-
erty if not avoided.

s

y Description of the information.
y Can be supplemented by an additional warning sign or symbol.

RESTRICTION

Used when the following statements depend on certain conditions or are only valid for
certain ranges of values.

n Informational message, prerequisite or recommended procedures.

Reference to further information with link and QR code:
9% https://www.kebamerica.com/elevator-support
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PREFACE

More Symbols

Symbol 'HeQLWLRQ
y Action step
K Enumerations or unordered list

Cross-reference

Link Internal reference hyperlink

% Link External website hyperlink

General mandatory action sign

Mandatory: Refer to instruction manual/booklet

General warning sign

Warning: Risk of electric shock

PPOe

Warning: Explosive environments
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Warning: Hot surface

Warning: Flammable materials

Warning: Overhead obstacle
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Warning: Electrostatic-sensitive device

A

Authorized personnel only

&

Do not discard
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Laws and Guidelines

(% $PHULFD ,QF KDV FHUWL¢{HG WKH SURGXFW DJDLQVW W
standards. Additionally, KEB Automation KG provides the EC declaration of conformity
that the product complies with the essential safety requirements.

The UL, CSA and CE marks are located on the name plate when applicable. The EC
declaration of conformity can be downloaded on demand via our website.

More information is provided in the & HU W L ;chdptétL R Q



Warranty

The warranty and liability on design, material or workmanship for the acquired device is
given in the general sales conditions.

General sales conditions for North America:
% https://lwww.kebamerica.com/terms-and-conditions

General sales conditions for Europe:
% https://lwww.keb-automation.com/terms-conditions

JXUWKHU DJUHHPHQWY RU VSHFL{FDWLRQV UHTXLUH D ZUL

Support and Liability

It is not possible to cover every potential application of our device in a single manual. If
you require further information or if problems occur which are not covered in this doc-
ument, you can request the necessary information via KEB America, Inc., or the local
KEB Automation KG agency.

The use of KEB products in the target application is beyond KEB control and
therefore responsibility lies exclusively with the machine manufacturer, system
integrator or customer.

7KH LQIRUPDWLRQ FRQWDLQHG LQ WKLY GRFXPHQW- DV ZH
ken or written form or generated through testing, is provided to the best of KEB knowl-

edge, and is considered for informational purposes only. KEB America, Inc. bears no
responsibility or liability for the accuracy of the information listed above, nor for any

violation of industrial property rights committed by a third-party in relation to this infor-

mation.

Selection of the most suitable product for any given application is the responsibil -
ity of the machine manufacturer, system integrator or customer.

Evaluation of the product can only be performed by the machine manufacturer in combi-
nation with the application. Any tests performed must be repeated every time any part of
WKH KDUGZDUH RU VRIWZDUH LV PRGL{;HG RU DQ\ WLPH Wi

Copyright

The customer may use the instructions for use as well as further documents or parts
from it for internal purposes. Copyrights are with KEB and remain valid in its entirety.

This KEB product or parts thereof may contain third-party software, including free and/
or open source software. If applicable, the license terms of this software are contained
in the instructions for use. The instructions for use are already available to you, can be
downloaded free of charge from the KEB website or can be requested from the respec-
tive KEB contact person.

Other wordmarks or/and logos are trademarks (™) or registered trademarks (®) of their
respective owners.


https://www.keb-automation.com/terms-conditions
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Glossary

ov

1ph
3ph
AC

AIC

Common point of the 24 Vdc control
supply, not earth ground

1-phase mains

3-phase mains

AC current or voltage

Active Infeed Converter

$,& ¢ OW HHilter for Active Infeed Converter

Application

ASCL
Auto motor
tune

AWG
B2B
BiSS

CAN
c.d.f.
CDM

COMBIVERT
COMBIVIS

Customer

DC
DIN
DS 417

EMC
Emergency
stop
Emergency

The application is the intended use of
the KEB product.

Asynchronous sensorless closed loop
$XWRPDWLFDOO\ PRWR
calibration of resistance and induc-
tance.

American wire gauge
Business-to-business

Open source real-time interface for
sensors and actuators (DIN 5008).
Fieldbus system

Cyclic duration factor

Complete drive module including aux-
iliary equipment (control cabinet).

KEB drive controller

KEB start-up and parameterizing
software

The customer has purchased a KEB
product from KEB and integrates the
KEB product into his product (cus-
tomer product), or resells the KEB
product (dealer).

DC current or voltage

German Institute for standardization
&LS$ '6 &$1 OLIW SUH
drives

Electromagnetic compatibility
Shutdown of a drive in emergency
case (not de-energized).
6ZLWFKLQJ Rf WKH YRO

VZLW FK L @iefigency case.

EMS

EN

Encoder
emulation
End customer

Endat

Ethernet

FE
FSoE

Energy Management System
European standard
Software-generated encoder output

The end customer is the user of the
customer product.

Bidirectional encoder interface of the
company Heidenhain.

5HDO WLPH EXV V\VWHP
cols, plugs, types of cables.

Functional earth

Functional Safety over Ethernet

FU
GND
GTR7

Drive controller
Reference potential, ground
Braking transistor

+) ¢OWHU+LIJK IUHTXHQF\ ¢ OWHU WR W]
Hiperface

HMI

HSP5
HTL

Bidirectional encoder interface of the
company Sick-Stegmann.

Human machine interface (touch
screen)

Fast, serial protocol

Incremental signal with an output

) LGHQWL ;volye (UR @ 30V)->TTL

IEC
IP xx

KEB product

KTY

Manufacturer

MCM

Modulation

MTTF
NN
oC
OH
oL
OSSD
¢, OH

PDS

IRU

International standard

Degree of protection (xx for level)
7KH (% SURGXFW LV WKH VXE
manual.

Silicium temperature sensor (polar-
ized)

The manufacturer is KEB, unless
RWKHUZLVH VSHFL{¢HG H J D
turer of machines, engines, vehicles
or adhesives).

American unit for large wire cross
sections

In drive technology the power semi-
conductors are switching.

Mean time to failure

Sea level

Overcurrent

Overheat

Overload

Output signal swithching device; an
output signal that is checked in reg-
ular intervals on its shutdown (safety
technology).

Power drive system incl. motor and
measuring probe

WBJH VXS Sotectiv@ earth

PELV
PFD

PFH

PLC
Pt100

Protective Extra Low Voltage

Term used in the safety technology

(EN 61508-1...7) for the size of error

probability

Term used in the safety technology

(EN 61508-1...7) for the size of error

probability per hour

Programmable logic controller
THPSHUDWXUH VHQVRU ZLWK

P80, QHV BHAPRSWRDWXUH VHQVRU ZLWK

PTC

PTC-resistor for temperature detec-
tion

11



GLOSSARY

PWM Pulse width modulation

RJ45 Modular connector with 8 pins

SCL Synchronous sensorless closed loop
SELV Safe Extra Low Voltage (<60 V)

SIL The safety integrity level is a mea-

sure for quantifying the risk reduc-
tion. Term used in the safety technol-
ogy (EN 61508 -1...7)

SSi Synchronous serial interface for
encoder

STO 6DIHW\ IXQFWLRQ 36DIH 7RUTXH 21" LQ
accordance with IEC 61800-5-2

TTL Incremental signal with an output
voltage upto 5V

USB Universal serial bus

12



STANDARDS FOR DRIVE CONTROLLERS E .

Standards for drive controllers

Product standards that apply directly to the drive controller

(1

(1
(1
(1

8/

&6% &
CSAB44.1/
ASME A17.5

1R

$GMXVWDEOH VSHHG HOHFWULFDO SRZHU GULYH VA\VWHPYV
5DWLQJ VSHFL{;FDWLRQV IRU ORZ YROWDJH DGMXVWDEOH |
systems (VDE0160-102, IEC 61800-2)

6SHHG DGMXVWDEOH HOHFWULFDO GULYHV 3DUW (0& UH
methods (VDE 0160-103, IEC 61800-3)

$GMXVWDEOH VSHHG HOHFWULFDO SRZHU GULYH V\VWHPV
- Electrical, thermal and energy (IEC 61800-5-1); German version EN 61800-5-1

$GMXVWDEOH VSHHG HOHFWULFDO SRZHU GULYH V\VWHPV
- Functional (IEC 22G/264/CD)

$PHULFDQ YHUVLRQ RI WKH (1 ZLWK 31DWLRQDO 'HY
&DQDGLDQ 6WDQGDUG $GMXVWDEOH 6SHHG 'ULYHV

North America Standard - Elevator and Escalator Electrical Equipment

Basic standards to which drive controller standards refer directly

(1

ENS55021

EN 60529
EN60664-1

(1

(1

(1

EN61000-2-1

EN61000-2-4

EN61000-4-2

EN61000-4-3

EN61000-4-4

,QGXVWULDO VFLHQWL¢F DQG PHGLFDO HTXLSPHQW 5DGI
characteristics - Limits and methods of measurement (CISPR 11); German
version EN 55011

Interference to mobile radiocommunications in the presence of impulse noise -
OHWKRGV RI MXGJLQJ GHJUDGDWLRQ DQG PHDVXUHV WR LP
CISPR/D/230/FDIS); German version prEN 55021

Degrees of protection provided by enclosures (IP Code) (IEC 60529)

Insulation coordination for equipment within low-voltage systems Part 1: Princi-
ples, requirements and tests (IEC 60664-1)

&ODVVL{FDWLRQ RI HQYLURQPHQWDO FRQGLWLRQV 3DUW
environmental parameters and their severities - Section 1: Storage (IEC 60721-
3-1); German version EN 60721-3-1

&ODVVL{FDWLRQ RI HQYLURQPHQWDO FRQGLWLRQV 3DUW
environmental parameters and their severities - Section 2: Transportation and
handling (IEC 104/670/CD)

&ODVVL{FDWLRQ RI HQYLURQPHQWDO FRQGLWLRQV 3DUW
environmental parameters and their severities; section 3: Stationary use at
weatherprotected locations; Amendment A2 (IEC 60721-3-3); German version
EN 60721-3-3 | 1994)

Electromagnetic compatibility (EMC) - Part 2: Environment - Section 1: Descrip-
tion of the environment - Electromagnetic environment for low-frequency
conducted disturbances and signalling in public power supply systems
Electromagnetic compatibility (EMC) - Part 2-4: Environment; Compatibility
levels in industrial plants for low-frequency conducted disturbances (IEC 61000-
2-4); German version EN 61000-2-4

Electromagnetic compatibility (EMC) - Part 4-2: Testing and measurement
techniques - Electrostatic discharge immunity test (IEC 61000-4-2); German
version EN 61000-4-2

Electromagnetic compatibility (EMC) - Part 4-3: Testing and measurement
WHFKQLTXHYVY 5DGLDWHG UDGLR I[UHTXHQF\ HOHFWURPDJ
61000-4-3); German version EN 61000-4-3

Electromagnetic compatibility (EMC) - Part 4-4: Testing and measurement
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STANDARDS FOR DRIVE CONTROLLERS

techniques - Electrical fast transient/burst immunity test (IEC 61000-4-4);
German version EN 61000-4-4

EN61000-4-5 Electromagnetic compatibility (EMC) - Part 4-5: Testing and measurement
techniques - Surge immunity test (IEC 61000-4-5); German version EN 61000-4-5

EN61000-4-6 Electromagnetic compatibility (EMC) - Part 4-6: Testing and measurement
techniques - Immunity to conducted disturbances, induced by radio-frequency
¢HOGV (& *HUPDQ YHUVLRQ (1

EN61000-4-34 Electromagnetic compatibility (EMC) - Part 4-34: Testing and measurement

techniques - Voltage dips, short interruptions and voltage variations immunity
tests for equipment with mains current more than 16 A per phase (IEC 61000-4-
34); German version EN 61000-4-34

EN61508-1...7 Functional safety of electrical/electronic/programmable electronic safety-related
systems — Part 1...7 (VDE0803-1...7, IEC61508-1...7)

EN 62061 Safety of machinery - functional safety of electrical, electronic and program-
mable electronic safety-related systems (VDE 0113-50, IEC62061)

EN ISO13849-1 Safety of machinery - safety-related parts of control systems - Part 1: General
principles for design (ISO 13849-1); German version EN ISO 13849-1

NFPA 79 Electrical Standard for Industrial Machinery (US)

NFPA 70 National Electric Code (US)

CSAC22.1 Canadian Electric Code (CA)

Standards that are used in the environment of the drive controller

DGUV regulation 3  Electrical installations and equipment

DINIEC60364-5-54 Low-voltage electrical installations - Part 5-54: Selection and erection of
electrical equipment - Earthing arrangements, protective conductors and protec-
tive bonding conductors (IEC 64/1610/CD)

DIN VDE 0100-729 Low-voltage electrical installations - Part 7-729: Requirements for special
installations or locations - Operating or maintenance gangways (IEC 60364-7-
PRGL,;HG *HUPDQ LPSOHPHQWDWLRQ +'

'19%/ &* (QYLURQPHQWDO WHVW VSHFL¢{(FDWLRQ IRU HOHFWULFDO H
equipment and systems

EN1037 Safety of machinery - Prevention of unexpected start-up; German version EN 1037

EN 12502-1...5 Protection of metallic materials against corrosion - Part 1...5

EN60204-1 Safety of machinery - electrical equipment of machines Part 1: General require-
ments (VDE0113-1, IEC44/709/CDV)

EN60439-1 Low-voltage switchgear and controlgear assemblies - Part 1: Type-tested and
partially type-tested assemblies (IEC 60439-1); German version EN 60439-1

EN 60947-7-1 Low-voltage switchgear and controlgear - Part 7-1: Ancillary equipment -

Terminal blocks for copper conductors (IEC 60947-7-1:2009); German version
EN 60947-7-1:2009

EN 60947-8 Low-voltage switchgear and controlgear - Part 8: Control units for built-in
thermal protection (PTC) for rotating electrical machines (IEC 60947-8:2003 +
A1:2006 + A2:2011)

EN61373 Railway applications - Rolling stock equipment - Shock and vibration tests (IEC
61373); German version EN 61373

EN61439-1 Low-voltage switchgear and controlgear assemblies - Part 1: General rules (IEC
121B/40/CDV); German version FprEN 61439-1

VGB S 455 P Water treatment and use of materials in cooling systems

1 (1 3DVVLYH ¢OWHU XQLWV IRU HOHFWURPDJQHWLF LQWHUIHUH
*HQHULF VSHFL{FDWLRQ (& *HUPDQ YHUVLRQ (1

14



BASIC SAFETY INSTRUCTIONS E .

1 Basic Safety Instructions

The products are designed and constructed in accordance with state-of-the-art technol-
ogy and the recognized safety rules and regulations. However, the use of such devices
may cause functional hazards for life and limb of the user or third parties, or damages to
the system and other material property.

The following safety instructions have been created by the manufacturer for the area

of electric drive technology. They can be supplemented by local, country- or applica-

WLRQ VSHFL¢{¢F VDIHW\ LQVWUXFWLRQV 7KLV OLVW LV QRW
tions by the customer, user or other third party leads to the loss of all resulting claims

against the manufacturer.

NOTICE Stay safe! Stay informed!

y Read the instructions for use.

y Observe the safety and warning instructions.

y If instructions are unclear, please contact KEB prior to operating device.

1.1 Target group

This instruction manual is determined exclusively for electrical personnel. Electrical per-
VRQQHO IRU WKH SXUSRVH RI WKLY LQVWUXFWLRQ PDQXDO

¢ Knowledge and understanding of the safety instructions.
 Skills for installation and assembly.

e Start-up and operation of the product.

< Understanding of the function in the used machine.

» Detection of hazards and risks of the electrical drive technology.
« Knowledge of DIN IEC 60364-5-54.

¢ Knowledge of national safety regulations.

15



BASIC SAFETY INSTRUCTIONS

1.2 Transport, storage and proper use

The transport is carried out by qualified persons in accordance with the environmental

conditions specified in this manual. Drive controller shall be protected against excessive
deflection.

NOTICE Transport of drive controllers with an edge length >75 cm by forklift ‘
ZLWKRXW VXLWDEOH WRROV FDQ FDXVH D GHAHFWLRQ RI
premature aging or destruction of internal components!

y Transport drive controllers on suitable pallets.

y 'R QRW VWDFN GULYH FRQWUROOHUV RU VWUDLQ WKHP

NOTICE Drive controllers contain electrostatic sensitive components.
Aiad

y Avoid contact.

y Wear ESD-protective clothing.

Do not store drive controllers:

 In the environment of corrosive and/or conductive liquids or gases.
¢ With direct sunlight.

¢ OQutside the specified environmental conditions.

16
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1.3 Installation

A DANGER Do not operate in an explosive environment!

4 CAUTION

y The product is not intended for the use in potentially explosive environment.

Risk of contusions and bruises due to manufactured edges and suspend-
ed loads!

y Never stand under suspended loads.
y Wear safety shoes.

y Secure drive controller accordingly when using lifting gear.

To prevent damages to the device:

Make sure that no components are bent and/or isolation distances are changed.
The device must not be put into operation in case of mechanical defects.
Do not allow moisture or mist to penetrate the unit.

$YRLG GXVW SHUPHDWLQJ WKH GHYLFH $OORZ IRU VX "FL
dust-proof enclosure.

Note installation position and minimum distances to surrounding elements. Do not
cover the ventilation openings.

ORXQW WKH GULYH FRQWUROOHU DFFRUGLQJ WR WKH VS|

Make sure that no small parts fall into the F6 drive controller during assembly and
wiring (drilling chips, screws etc.). This also applies to mechanical components,
which can lose small parts during operation.

&KHFN WKH UHOLDEOH (W RI WKH GHYLFH FRQQHFWLRQV
and sparking.

Do not step on drive controller.

Follow all safety instructions!

17



BASIC SAFETY INSTRUCTIONS

1.4 Electrical Connection

A DANGER Voltage at the terminals and in the device!

18

y
y

< K K K K

Never work on an open device or touch exposed parts.

JRU DQ\ ZRUN RQ WKH XQLW VZLWFK R WKH VXSSO\ YR
switching on, and check absence of voltage by measuring at the input termi-
nals.

Wait until all drives have been stopped so that no regenerative energy can
be generated.

Await capacitor discharge time (5 minutes). Check absence of voltage by
measuring at the DC terminals.

If personal protection is required, install suitable protective devices for drive
converters.

Never bridge upstream protective devices (even for testing purposes).
Always connect the protective earth conductor to drive converter and motor.
Install all required covers and protective devices for operation.

The control cabinet should be kept closed during operation.

Residual Current/Ground Fault: This product may cause a dc current in the
protective earth conductor. When a residual current protective device (RCD),
a ground fault current interrupter (GFCI), or a residual current monitoring de-
vice (RCM) is used for the protection against direct or indirect contact, only a
RCD or RCM type B is permitted on the power supply side of this product.

Drive converters with a leakage current >3.5 mA AC current (10 mA DC cur-
rent) are intended for a stationary connection. Protective earth conductors
must be designed in accordance with the local regulations for equipment
with high leakage currents according to EN 61800-5-1, EN 60204-1, DIN
IEC 60364-5-54, NFPA 70 or CSA C22.1.

If ground fault protection is required during installation of the sys- i
tem, suitable protective devices must be used for drive controllers. & o

For more information, see technical document:
9% www.keb.de/fileadmin/media/Techinfo/dr/tn/ti_dr_tn-rcd-00008_en.pdf

Installations which include the drive controller shall be equipped with additional control
and protective devices in accordance with the relevant applicable safety requirements,
e.g. compliant technical equipment, accident prevention rules, etc. This also applies to
drive controllers bearing a CE marking.

For a trouble-free and safe operation, please follow these instructions:

¢ The electrical installation shall be carried out in accordance with the relevant require-
ments.

» Cable cross-sections and fuses must be dimensioned by the user according to the
VSHFL,;HG PLQLPXP PD[LPXP YDOXHV IRU WKH DSSOLFDWLR

e« 7KH ZLULQJ PXVW EH PDGH ZLWK AH[LEOH FRSSHU FDEOH :

75°C.

e Connection of the drive converter is only permissible on symmetrical networks with a
maximum line voltage (L1, L2, L3) with respect to earth (N/PE) of max. 300V, North
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America UL/CSA: 480/ 277V. An isolating transformer must be used for supply
networks which exceed this value!  In case of non-compliance, the control is no
longer considered to be a SELV circuit.

* With existing or newly wired circuits the person installing the units or machines must
ensure that the SELV requirements are met.

« For third party drive converters used in the same system that are not isolated from
the supply circuit (in accordance with EN 60721-3-2), all control lines must be in-
cluded in other protective measures (e.g. double insulation or shielded, earthed and
insulated).

« When using components without isolated inputs/outputs, it is necessary that equipo-
tential bonding exists between the components to be connected (e.g. by the equipo-
tential line). Disregarding this can cause destruction of the components by equalizing
currents.

1.4.1 EMC-compatible installation

Compliance of the EMC limit values, as required by law, is the responsibility of the cus-
tomer.

Notes on EMC-compatible installation:
% www.keb.de/fileadmin/media/Manuals/dr/emv/0000neb0000.pdf

1.4.2 Voltage test

The KEB Elevator drive is dielectric-tested after assembly as part of the factory end test
routine. This dielectric test is harmonized and in accordance with the requirements set
forth in UL 61800, CSA C22.2 No. 274, ASME A17.5, CSA B44.1, EN81, IEC 61800-5
and EN 60204-1. The factory dielectric test is conducted using a voltage of 2640 VDC
for one second.

ponents, such as the KEB elevator drive, because it has been 100% factory
tested. This is the recommended approach. However, if subsequent testing is
required in the integrated system (control panel), the following points must be
observed:

» High voltage LINE side (L1, L2, L3), DC (+, -, R) and motor side load con-
nections (U, V, W) must all be connected together.

n EN 60204-1 states that it is permissable to disconnect already tested com-

» All 24 V control signals must be connected to earth ground.

e Only DC Voltage can be used for the test. Testing with AC voltage will dam-
age the semiconductors and capacitors within the elevator drive thereby
voiding the warranty.

* The maximum permitted voltage must be reduced to 80% of the previously
tested factory value. This is 2112 VDC for one second or 1760 VDC for 60
seconds.

e The suggested slew rate of the voltage, to minimum leakage current result-
ing from capacitor charging, is 2000 VDC/sec.
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1.4.3 Insulation measurement

An insulation measurement (in accordance with EN 60204-1 chapter 18.2) is permissa-
ble with 500 VDC. The following points must be observed:

» High voltage LINE side (L1, L2, L3), DC (++, PA+, PB, --) and motor load side con-
QHFWLRQV 8 9: PXVW DOO EH MXPSHUHG WRJHWKHU

e All 24 V control signals must be connected to earth ground.

e Only a DC voltage (maximum 500 V) can be used for the test. Testing with AC voltage
will damage the semiconductors and capacitors within the elevator drive.

The insulation resistance of the respective device can be found in the technical data.

1.5 Start-up and operation

7KH VWDUW XS L H IRUWKH VSHFL,HG DSSOLFDWLRQ LV Sl
installation complies with the machine directive; account is to be taken of EN 60204-1.

_ Risk of serious injury or death due to hazards caused by unintentional

behavior of the drive!

y Ensure software protection and programming.

y &RQ¢{¢UP GXULQJ LQLWLDO VWDUW XS RU UHSODFHPHQW
parameterization is compatible to application.

y 6HFXULQJ D XQLW VROHO\ ZLWK VRIWZDUH VXSSRUWHG
imperative to install external protective measures (e.g. limit switch) that are
independent of the drive controller.

y Secure motors against automatic restart.
4 CAUTION Risk of burns to the skin due to high heatsink temperature!

y Cover hot surfaces safe-to-touch.

y If necessary, attach warning signs on the system.
y Check the surface of the unit before touching.

y Allow for cool-down before working on the unit.

» All covers and doors shall be kept closed during operation.
¢ Use only approved accessories for this device.

* Never touch terminals, busbars or cable ends.

Long storage time

If a drive controller with electrolytic capacitors in a DC link has
not been in operation for more than one year, read the following
instructions:

9% www.keb.de/fileadmin/media/Techinfo/dr/tn/ti_dr_tn-format-capacitors-00009_
en.pdf

Switching at the output

When using a contactor between the elevator drive output and the motor, it is not per-
PLWWHG WR UHSHDWHGO\ VZLWFK WKH FRQWDFWRU ZKLOH F
result in a shortened lifespan or damage to the device. It is important to set the timing
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so that the contactor closes before the motor is energized and opens after it has been
GH HQHUJL]HG )XUWKHU LQIRUPDWLRQ DQG WKH FRUUHFW
be found in the programming manual for the F6 Elevator Drive.

Switching at the input

JRU DSSOLFDWLRQV WKDW UHTXLUH F\FOLF VZLWFKLQJ R#%

DQ Rf WLPH RI DW OHDVW ¢(YH PLQXWHYV DIWHU WKH ODVW
times, please contact KEB America.

$ GLVFRQQHFW VZLWFK PXVW EH SURYLGHG DV D PHDQV RI
the unit is not in use or when it must be serviced.

Short-circuit resistance

The drive converters are conditional short-circuit proof. After resetting the internal pro-
tection devices, the function as directed is guaranteed.

Exceptions:

« If an earth-leakage fault or short-circuit often occurs at the output, this can lead to a
failure in the unit.

 If a short-circuit occurs during regenerative operation (2nd or 4th quadrant, regener-
ation into the DC link), this can lead to a failure in the unit.

1.6 Maintenance

The following maintenance work shall be carried out when required, but at least once
per year by authorized and trained personnel:

y Check system for loose screws, plug, or wire connections and tighten if necessary.

y Clean drive controller from dirt and dust deposits. Pay attention especially to cool-
LQJ ¢QV DQG SURWHFWLYH JULG RI WKH IDQV

y ([DPLQH DQG FOHDQ FRROLQJ DLU ¢OWHU RI WKH FRQWUF

y Check the function of the fans of the drive controller. The fan must be replaced in
case of audible vibrations or squeak.

1.7 Repair

In case of malfunction, unusual noises or smells, notify appropriate personnel!
A DANGER Risk of serious injury or death due to unpredictable malfunctions!
1R XQDXWKRUL]J]HG H[FKDQJH UHSDLU RU PRGL¢{FDWLR

y The function of the drive controller is dependent on its parameterization.
Never replace without knowledge of the application.

y ORGL{FDWLRQ RU UHSDLU LV SHUPLWWHG RQOG\ E\ .(%
ica Inc. authorized personnel.

y Only use original manufacturer parts.

y Infringement will void KEB liability for any resulting consequences.

In case of failure, please contact the machine manufacturer. Only the machine man-
ufacturer knows the parameterization of the used drive controller and can provide an
appropriate replacement or initiate maintenance.

21



BASIC SAFETY INSTRUCTIONS

1.8 Disposal

KEB electronic devices are exclusively commercial devices for further industrial pro-
cessing (so-called B2B devices).

Manufacturers of B2B devices are obliged to take back and recycle devices manufac-
tured after 14.08.2018. These devices may not be disposed at the collection centers of
public sector disposal organizations.

If no deviating agreement has been made between the customer and KEB
or no deviating mandatory legal regulation exists, KEB products marked in
this way can be returned. Company and keyword to the return point can be
taken from the list below. Shipping costs are paid by the customer. There-
upon, the devices will be professionally recycled and disposed.

7KH HQWU\ QXPEHUYVY DUH OLVWHG FRXQWU\ VSHFL¢{F LQ WKH
KEB return addresses can be found on our website.

Withdrawal by WEEE-Reg.-No. Keyword

Austria

KEB Automation GmbH ERA: 51976 Stichwort ,,Riicknahme WEEE"

France

RECYLUM - Recycle point ADEME: FR021806 Mots clés ,KEB DEEE*

Germany

KEB Automation KG EAR: DE12653519 Stichwort ,,Riicknahme WEEE"

Italy

COBAT AEE: (IT) 19030000011216 Parola chiave ,Ritiro RAEE"

Spain

KEB Automation KG RII-AEE 7427 Palabra clave ,Retirada RAEE"

yHVNR

KEB Automation KG RETELA 09281/20 ECZ .OtpRYp VORYR =S WQé& RGE U 2((

Slowakei
KEB Automation KG ASEKOL: RV22EEZ0000421 | .OtpRYp VORYR '6SIWQé RGEHU 2

The packaging must be given to paper and cardboard recycling.

22



PRODUCT DESCRIPTION E .

2 Product Description

The F6 drive series is an elevator drive with functional safety that is optimized for the
operation of synchronous and asynchronous motors. The safety functions have been
SUH DGMXVWHG IRU WKH HOHYDWRU DSSOLFDWLRQ

The F6 Elevator Drive meets the requirements of the Machinery Directive, and the safe-
W\ IXQFWLRQV DUH FHUWL¢{;HG E\ D WKLUG SDUW\ WKURXJK

The F6 Elevator Drive meets the requirements of the elevator standards EN81 and CSA
B44.1/ASME A175 :KHUH SRVVLEOH VSHFLDO OLIW IXQFWLRQDC

21 6SHFL,;HG DSSOLFDWLRQ

The F6 Elevator Drive serves exclusively for the control and regulation of three-phase
motors. It is intended for the installation into electrical systems or machines.

Technical data and information for connection conditions shall be taken from the name-
plate and from the instructions for use and must be strictly observed.

The semiconductors and components used by KEB Automation KG are developed and
dimensioned for the use in industrial products.
Restriction

The product is not permitted to be used for vital life sustaining applications, i.e. medical,
without the express written consent of KEB Automation KG or KEB America Inc. general
management.

2.1.1 Residual risks

Despite intended use, the drive converter can reach unexpected operating conditions in
case of error, with wrong parameterization, by faulty connection or unprofessional inter-
ventions and repairs. Examples include:

* Wrong direction of rotation

* Motor speed too high

e Motor is running into limitation

e Motor can be under voltage even in standstill

¢ Automatic start

2.2 Unintended use

The operation of other electric consumers is prohibited and can lead to the destruction
of the devices. The operation of our products outside the indicated limit values of the
technical data leads to the loss of any liability claims.
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2.3 Product features

24

These instructions for use describe the power units of the following devices:

Device type: Drive controller

Series: COMBIVERT F6 Elevator Drive
Power range: 250 kw / 335 HP 380-480 VAC
Frame size: 9

The F6 Elevator Drive is characterized by the following features:

Operation of three-phase asynchronous motors and three-phase synchronous mo-
tors, in operating modes open-loop or closed-loop with and without speed feedback.

Supports: CAN DS417 lift control and KEB DIN 66019 Il lift protocol.

System-overlapping operating concept.

Wide operating temperature range.

Low switching losses by IGBT power unit.

Low noise development due to high switching frequencies

'LtHUHQW KHDW VLQN FRQFHSWYV

Temperature-controlled fan, easily replaceable.

7TRUTXH OLPLWYVY DQG V FXUYHV DUH DGMXVWDEOH WR SURYV

General protection functions of the COMBIVERT series against overcurrent, over-
voltage, ground fault and overtemperature.

Analog inputs and outputs, digital inputs and outputs, relay output (potential-free),
brake control and -supply, motor protection by I2t, KTY- or PTC input, two encoder
LQWHUIDFHY GLDJQRVWLF LOQWHUIDFH (HOGEXV LQWHUID

Integrated safety function according to EN 61800-5-2.
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2.4 Model number

O

<]
<]
Eall
[*]

x x| 6]

Heat Sink Version 1: Air-cooled, panel mount version |

PRO
Multi Encoder Interface, CAN® 9, Real-Time Ethernet
interface, RS485-potential free

Control Board
Variant 3:

Elevator Power Unit D: Elevator Power Unit |

Voltage/
Connection Type

3: 3ph 400V AC/DC with braking transistor

Frame Size 2...9

Equipment 5: Safety module type 5
Control Type P: PRO
Series  COMBIVERT F6
Inverter Size  10...29

Figure 1. Model number

b CANopen® is registered trademark of CAN in AUTOMATION - International Users
anOpQQ and Manufacturers Group e.V.

n 7KH PRGHO QXPEHU PD\ QRW EH XVHG DV RUGHU FRGH

2.4.1 Order number

The following order numbers can be used to order the F6 Elevator Drive:

Order number Description
CLF6299-4000 335 HP, 480V, Irated = 400 A, Ipeak (5 sec) = 992 A, Ipeak (1 sec) = 1091 A
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2.5 Nameplate
k Made in USA
5 KEB AMERICA, Inc.
Shakopee, MN 55379, USA

Input  AC 3 PH 50/60Hz <= _@
400V/66A CSA/UL: 480V/277V/59A =

Output AC 3 PH 0...Uin/60A CSA/UL: 52A <——@
42kVA 0...599Hz 1P20 ==

Mat.No.CMF6194-1001/19F6P54-3D31 (3V) =(5)
SWL03 AK17 LIM WSTD PSTD LSTD

AL IL TR -—®

@——>310011645 / 2650158 /2025/04/5010

@_. c € FS E167544

IE2 1.5% * c\YL)us IND. CONT
Use 75°C copper W|res LISTED EQ

VOO  ® @

Legend
1 | Device series
2 |ODQXIDFWXUHU LGHQWL,{FDWLRQ
3 | Technical data input
4 | Technical data output
5 | Material number / Model number (* 2.4 Model number) / KEB internal version number
6 | Barcode Interleaved 2/5 (serial number)
7 | &6%$ FHUWL;FDWLRQ
8 |8/ FHUWL¢{FDWLRQ
9 | Disposal information
10 | .& ODUN .RUHDQ FHUWL/,(FDWLRQ
11 | UK Conformity Assessed
12 | )XQFWLRQDO 6DIHW\ FHUWL¢(FDWLRQ
13 | &( FHUWL,FDWLRQ
14 | Serial / Order number / Year & Week of production / Factory
15 | &8RQ¢(¢IJXUDEOH RSWLRQV RU &XVWRPHU PDWHULDO YHUVLRQ

Figure 2: Nameplate

26



TECHNICAL DATA E .

3 Technical data

Unless otherwise indicated, all electrical data in the following chapter refer to a 3-phase
AC mains.

3.1 Operating conditions

3.1.1 Climatic environmental conditions

Storage Standard Class Descriptions
Ambient temperature EN 60721-3-1 | 1K4 -25...55°C
Relative humidity EN 60721-3-1 | 1K3 5...95% (without condensation)
Storage height - - Max. 3000 m above sea level
Transport Standard Class Descriptions
Ambient temperature EN 60721-3-2 | 2K3 -25...70°C
Relative humidity EN 60721-3-2 | 2K3 95% at 40°C (without condensation)
Operation Standard Class Descriptions
Ambient temperature EN 60721-3-3 | 3K3 5...40°C (extended to -10...45°C)
Coolant inlet temperature (Air) - - 5...40°C (extended to -10...45°C)
Relative humidity EN 60721-3-3 | 3K3 5...95% (without condensation)

* Protection against foreign material >

212.5mm

* No protection against water

Version and degree of protection | EN 60529 IP20 « Non-conductive pollution, occasional con-

densation when PDS is out of service.

e Drive controller generally, except power
connections and fan unit (IPxxA)

Max. 2000m above sea level:

« With site altitudes over 1000 m a derating
of 1% per 100m must be taken into con-
sideration.

e With site altitudes over 2000 m, the control
board to the mains has only basic isola-
tion. Additional measures must be taken
when wiring the control.

Site altitude - -

Table 1: Climatic environmental conditions
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TECHNICAL DATA

3.1.2 Mechanical environmental conditions

Storage Standard Class Descriptions
L Vibration amplitude 1.5mm (2...9Hz)
Vibration limits EN 60721-3-1 1M2 . ,
Acceleration amplitude 5m/s? (9...200Hz)
Shock limit values EN 60721-3-1 1m2 40 m/s?; 22 ms
Transport Standard Class Descriptions
Vibration amplitude 3.5mm (2...9Hz)
Vibration limits EN 60721-3-2 2M1 Acceleration amplitude 10m/s2 (9...200Hz)
(Acceleration amplitude 15m/s2 (200...500Hz))?
Shock limit values EN 60721-3-2 2M1 100m/s?; 11 ms
Operation Standard Class  [Descriptions

Vibration amplitude 3.0mm (2...9Hz)
Acceleration amplitude 10 m/s2 (9...200Hz)
Vibration amplitude 0.075mm (10...57 Hz)
Acceleration amplitude 10m/s2 (57...150 Hz)
Shock limit values EN 60721-3-3 3M4 100m/s?; 11 ms

Table 2: Mechanical environmental conditions

D Not tested

EN 60721-3-3 3M4

Vibration limits
EN 61800-5-1 -

3.1.3 Chemical / mechanical active substances

Storage Standard Class  Descriptions
o Gases 1C2 -
Contamination - EN 60721-3-1
Solids 1S2 -
Transport Standard Class  Descriptions
o Gases 2C2 -
Contamination - EN 60721-3-2
Solids 2S2 -
Operation Standard Class  Descriptions
o Gases 3C2 -
Contamination - EN 60721-3-3
Solids 3S2 -
Table 3: Chemical / mechanical active substances
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3.1.4 Electrical operating conditions

3141 '"HYLFH FODVVL¢{FDWLRQ

Requirement Standard Class Descriptions

Overvoltage category EN 61800-5-1 [l -

Pollution degree EN 60664-1 5 Nop—conducuve pc_>||ut|0n, occa_S|onaI conden-
sation when PDS is out of service

Table4: '"HYLFH FODVVL¢{¢FDWLRQ

3.1.4.2 Electromagnetic compatibility

TECHNICAL DATA E .

JRU GHYLFHV ZLWKRXW DQ LQWHUQDO ¢OWHU DQ H[WHUQ

D\ PDLQ
U ,QIR

following limits.
EMC emitted interference $tandard Class Descriptions
7KH VSHFL¢{¢HG YDOXH LV RQC(
Conducted FRQMXQFWLRQ ZLWK D ¢OWH
. . EN 61800-3 C2/C3 | ence suppression (max. switching frequency,
interference emission .
cable length) can be found in the correspond-
LQJ ¢OWHU LQVWUXFWLRQV
Radiated emitted interference | EN 61800-3 C2 -
Interference immunity Standard Level Descriptions
. 8kV AD (air discharge)
Static discharges EN 61000-4-2 )
4kV CD (contact discharge)
Burst - Ports for process
measurement control lines EN 61000-4-4 2kV -
and signal interfaces
Burst - AC - Power ports EN 61000-4-4 4kV -
1kv Phase-phase
Surge - Power ports EN 61000-4-5
2kV Phase-ground
Conducted immunity, induced
E\ KLJK IUHTXHQF\ %N_|6C1J0(9Q74-6 10V 0.15...80MHz
10V/m | 80MHz...1GHz
(OHFWURPDJQHWL FEN E1008-Y-3 3Vim |1.4..2GHz
1Vim |2..2.7GHz
9ROWDJH AXFW X D WHNBQO?0-2-1 -15%...+10%
voltage dips EN 61000-4-34 Class 3
Frequency changes EN 61000-2-4 - "
Voltage deviations EN 61000-2-4 - +10%
Voltage unbalances EN 61000-2-4 - "

Table 5: Electromagnetic compatibility
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DEVICE DATA OF THE 400 V DEVICES

3.2 Device data of the 400 V devices

3.2.1 Overview of 400 V devices

The technical data is for 4/6-pole standard motors. With other pole numbers, the drive
controller must be dimensioned onto the rated motor current. For motors with rated
frequencies less than 15 Hz, contact the manufacturer.

Device size 29

Frame size 9

Rated apparent output power Sout / KVA 319

Max. rated motor power D Pmot / KW 250

Max. rated motor power Y Pmot / HP 335

Rated input voltage UN/V 400 (UL: 480)

Input voltage range Uin/ V 280...550

Mains phases 3

Mains frequency fn / Hz 50/60 +2

Rated input current @ Un =400 V lin/ A 485

Rated input current @ Un =480 V lin_uL /A 414

Insulation resistance @ Udc = 500 V Riso oY > 15

Leakage current liso_ac / mA >3.5

Output voltage Uout / V 0...Uin

Output frequency 2 fout / Hz 0...599

Output phases 3

Rated output current @ UN = 400 V IN/TA 460

Rated output current @ UN = 480 V INuL/A 400

Rated output overload (60s) 9 leos / A 805

Peak current (5 s) A lim [ A 994

Peak current (1 s) lim / A 1091

Overcurrent loc/A 1196

Rated switching frequency fsn / kHz 4 kHz (S1 Operation) / 8 kHz (S3 Operation) ©

Max. switching frequency 9 fs_max / kHz 8

Power dissipation at rated operation Y Pp/ kW 5.1 @ S1 Operation / 5.3 @ S3 Operation

Overload current over time 9 1oL/ % " 3.2.3.1 Overload characteristic (OL) for 400
V devices

Maximum current 0 Hz/50 Hz at fs=2kHz lout max/ A 832 /1205

Maximum current 0 Hz/50 Hz at fs=4kHz lout_max / A 57317948

Maximum current 0 Hz/50 Hz at fs=8kHz lout_max/ A 286/ 627

Max. braking current IB_max / A 600

Min. braking resistor value Re_min Y 1.3

Braking transistor 6 Max. cycle time: 120s; Max c.d.f.: 50 %

Protection function for braking transistor Short-circuit monitoring

Protection function braking resistor (Error Feedback signal evaluation

GTR7 always on) and current shutdown

Table 6: Overview of the 400 V device data
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DEVICE DATA OF THE 400 V DEVICES E .

D Rated operation corresponds to UN = 400 V, rated switching frequency, output frequency = 50Hz (4-pole
standard asynchronous motor).

2 The output frequency is to be limited in such a way that it does not exceed 1/10 of the switching frequency.
Devices with a maximum output frequency higher than 599 Hz are subject to export restrictions!

¥ Refer to limitations: ” 3.2.3.1 Overload characteristic (OL) for 400 V devices.

4 This is the current control limit in closed loop operation. This limit is not active in v/f operation.

® A detailed description of the derating: = 3.3.1.1 Switching frequency and temperature of the 400 V devices.
® The cyclic duration factor is additionally limited by the used braking resistor.

 The feedback signal evaluation monitors the functionality of the braking transistor. The current is switched
R4 YLD WKH LQWHUQDO PDLQV LQSXW EULGJH RI WKH $& VXSSO\

® (UHFWLYH "XW\ 7LPH SHULRG V (OHYDWRU GXW\ SUR¢OH

3.2.2 Voltage and frequencies for 400 V devices

Input voltages and frequencies

Rated input voltage UN/V 400
Rated mains voltage UL UNn uL/V 480
Input voltage range Un/V 280...550
Input phases 3
Mains frequency fn/ Hz 50/60
Mains frequency tolerance +fn/ Hz 2

Table 7: Input voltages and frequencies of the 400 V devices

DC link voltage

DC link rated voltage @ Un =400 V UN_dc/V 565
DC link rated voltage @ Un_uL = 480 V UN_UL_dc / V 680
DC link voltage working voltage range UIN_dec / V 390...780

Table 8: DC link voltage for 400 V devices

Output voltages and frequencies

Output voltage at AC supply Y Uout/V 0...UN_ac
Output frequency fout / Hz 0...599
Output phase 3

Table 9: Output voltages and frequencies of the 400 V devices

9 The voltage to the motor is dependent on the actual input voltage and the control method. ~ 3.2.2.1 Exam-
ple of the calculation of the possible motor voltage at 400 V.
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DEVICE DATA OF THE 400 V DEVICES

3.2.2.1 Example of the calculation of the possible motor voltage at 400 V

The motor voltage for dimensioning of the drive is depending on the used components.
The motor voltage reduces according to the following table:

Component Reduction /% Example

Mains choke Uk 4

Drive converter open-loop 4 Open-loop drive converter with mains- and motor choke

Drive converter closed-loop 8 at non-rigid supply system:

Motor choke Uk 1 9 PDLQV YROWDJH 9 UHGXFHG YR
Non-rigid supply system 2 = 356V motor voltage

Table 10: Example of the calculation of the possible motor voltage

3.2.3 Input and output currents / Overload for 400 V devices

Device size 29
Rated input current @ Un = 400 V INn/A 485
Rated input current @ Un_uL = 480 V lin_uL /A 414
Table 11: Input currents of the 400 V devices

» 7KH YDOXHV UHVXOWLQJ IURP UDWHG RSHUDWLRQ ZLWK % UHFWL¢{HU F

Device size 29
Rated output current @ Un = 400 V IN/A 460
Rated output current @ Un_uL =480 V IN_uL /A 400
Rated output overload (60 s) leos / A 805
" 3.2.3.1 Overload characteristic (OL
Overload current loL/A for 400 V devices ©L)
Peak current (5 s) D lim /A 994
Peak current (1 s) lim / A 1091
Overcurrent loc/A 1196

Table 12: Output currents of the 400 V devices
D This is the current control limit in closed loop operation. This limit is not active in v/f operation.

3.2.3.1 Overload characteristic (OL) for 400 V devices

7KH GULYH FRQWURO KDV D WZR VWDJH RYHUORDG FKDUDFW
time parabolic curve which ends with a 60-second overload point. Overload levels

above activate the second stage which is another inverse time parabolic curve which

HQGV ZLWK D ¢YH VHFRQG RYHUORDG DW WKH KDUGZDUH FXI|
this point, approximately 25% higher, can be achieved when the ETS function is active.

The calculation of the overload is a root mean square (RMS) function.

*UHDWHU GLfHUHQFHY EHWZHHQ WKH RYHUORDG DQG XQGHL
deviation from the RMS value.

JRU H{[WUHPH RYHUORDGVY UHIHU WR ¢(JXUHV EHORZ WKH St
This means with frequent very high peak loads, the overload protection counter may

begin elapsing even though the RMS value of the load is below 100%.
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DEVICE DATA OF THE 400 V DEVICES E .

Restrictions:

« The thermal design of the heat sink is based on the rated operation. The following
values are taken into account: Rated output current, ambient temperature, rated
switching frequency, rated voltage.

« At high ambient temperatures and/or high heat sink temperatures (for example, by
preceding utilization nearby 100%) the drive controller can change to overtempera-
ture error before triggering the protective function OL.

e At low output frequencies or switching frequencies higher than the rated switching
frequency, the frequency-dependent maximum current can be exceeded before
and error OL2 can be triggered (~ 3.2.3.2 Frequency-dependent maximum current
(OL2) for 400 V devices).

Release time /s

Overload characteristic size 29 (400 V / 480 V operation)

390
360
330

]
300
270 \
240

\
210

180 \
150 \\
120

90
\
60

15

0

460 510 560 610 660 710 760 810 860 910 960 1010 1060 1110

Motor current / drive controller rated current / A

Legend

1 | Thermal overload limit

2 | Range for extreme overloads

Figure3: 6ZLWFK RO WLPH W GHSHQGLQJ RQ WKH RYHUORDG DW 9| VLIH

e On exceeding a load of 105% the overload counter, parameter DG45, starts count-

ing up.
« When falling below a load of 105%, the counter counts down.
e .| WKH RYHUORDG FRXQWHU UHDFKHYV S3(UURU RYHUOTF

After a cooling down period, the counter can be reset. The drive controller must remain
switched on during the cooling down phase in order for the overload counter to count
down.

Operation in the range of the thermal overload limit
Due to the high steepness of the overload characteristic, the duration of a permissible
overload in the range cannot be determined exactly. Therefore, the design of the drive
controller should be assumed to have a maximum overload time of 300 s.
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DEVICE DATA OF THE 400 V DEVICES

3.2.3.2 Frequency-dependent maximum current (OL2) for 400 V devices

The characteristics of the maximum currents for a switching frequency which are de-
SHQGLQJ RQ WKH RXWSXW IUHTXHQF\ DUH GLIfHUHQW IRU HEL
ing rules are generally applicable:

e Operation at rated switching frequency: At 0 Hz, the drive controller can provide at
least the rated output current, and from 6 Hz the overcurrent 10C.

¢ Lower maximum currents apply for switching frequencies greater than rated switch-
ing frequency.

The elevator drive is preset so that if the maximum current is exceeded at low frequen-

cies, the switching frequency is automatically reduced step by step until the lowest

switching frequency is reached.

The following characteristic curve indicates the permissible maximum current for the
output frequency values 0 Hz, 1.5 Hz, 3 Hz, 6 Hz, 10 Hz, 25 Hz and 50 Hz. Device size
29 is represented as an example.

1300

1200

1100

1000
900

800 )'//'
700 ){,

o L LIl .

500

Maximum current / A

400

300 P

200

100

0 —
0 5 10 15 20 25 30 35 40 45 50 55 60

Output frequency / Hz

Legend
Overcurrent loc
Software current limit lim (the limit can be set with parameter LC30)
Switching frequency 2kHz

Switching frequency 4 kHz
Switching frequency 8 kHz
Not available for modulation. Error OC is triggered.
Figure 4: Typical overload characteristics in the lower output frequencies (OL2); example 29 device

7KH FXUUHQW UHPDLQV FRQVWDQW IURP WKH ODVW VSHEH
The values for the respective device size are listed in the following tables.
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DEVICE DATA OF THE 400 V DEVICES E .

Frequency-dependent maximum current

Device size 29

Output frequency fou /Hz | O 1.5 8 6 10 | 25 | 50
Frequency-dependent maximum 2 kHz | 832 | 968 | 1084|1200 |1205 |1205 | 1205
current @ fs lowmax/A | 4 kHz | 573 | 655 | 744 | 832 | 927 | 948 | 948
Parameter LX02 8 kHz | 286 | 341 | 400 | 450 | 505 | 600 | 627
Table 13: Frequency-dependent maximum current for device size 29

3.2.4 Power dissipation at rated operation for 400 V devices

Device size 29

Rated switching frequency fsn / kHz 4 kHz (S1 operation) ¥ | 8 kHz (S3 operation) 2
Power dissipation at rated operation Y Po/W TBD 6412

Table 14: Power dissipation of the 400 V devices

D Rated operation corresponds to Un= 400 V; fsn ; IN ; fn = 50Hz (S1 operation)
2 (UHFWLYH "XW\ 7LPH SHULRG V (OHYDWRU GXW\ SUR¢{OH
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GENERAL ELECTRICAL DATA

3.3 General electrical data

3.3.1 Switching frequency and temperature

The drive controller cooling is designed such that the heat sink overtemperature
threshold is not exceeded at rated conditions. A switching frequency higher than the
rated switching frequency also produces higher losses and thus a higher heat sink
temperature.

If the heat sink temperature reaches a critical threshold (Tor), the switching frequen-

cy will be reduced automatically step by step. This prevents the drive controller from
VZLWFKLQJ Rf GXH WR RYHUKHDWLQJ RI WKH KHDW VLQN ,I
below the threshold Tur , the switching frequency is increased back to the setpoint. At

temperature Tewm, the switching frequency is immediately reduced to rated switching

frequency.

3.3.1.1 Switching frequency and temperature of the 400 V devices

Device size 29

Rated switching frequency fsn / kHz 4 kHz (S1 Operation) /
8 kHz (S3 Operation)

Max. switching frequency fs_max / kHz 8

Min. switching frequency fs_min / kHz 2

Max. heat sink temperature Ths / °C 80

Temperature for derating the switching frequency Tor/°C 70

Temperature for uprating the switching frequency Tur/°C 75

Temperature for switching to rated switching frequency Tem/ °C 65

Table 15: Switching frequency and temperature of the 400 V devices

D (GHFWLYH "XW\ 7LPH SHULRG V (OHYDWRU GXW\ SUR¢OH
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GENERAL ELECTRICAL DATA E .

3.3.2 DC link / braking transistor function

n Activation of the braking transistor function.

The braking resistor function becomes active when the STO signal is given to
WKH VDIHW\ PRGXOH 7KH WUDQVLVWRU DXWRPDWLFD
'« YROWDJH ULVHVY DERYH DQG EF&RIB WKH OHYHO GH,

For additional information, refer to the F6 Programming Manual.

NOTICE Falling below the minimum braking resistor value!

Destruction of the drive controller.

y The brake resistance value must not fall below the minimum!

lIN

q
Y
y

DC link

Inverter |«

Y
A

Mains S5HFW L2 Motor

Y

Braking
transistor

IB

Y

Braking
resistor

Figure 5. % ORFN GLDJUDP Rl WKH HQHUJ\ ARZ

NOTICE Destruction of the drive controller!

, ] WKH HUURU 3% UDNH WUDQVLVWRU IDLOXUH" RFFXUV
XSWHG LQWHUQDOO\ YLD WKH LQSXW UHFWL¢{HU RI WKH
remain in this condition.

y ,Q WKLV FDVH WKH VXSSO\ YROWDJH WR WKH GULYH )\
complete drive replaced!
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GENERAL ELECTRICAL DATA

3.3.2.1 DC link / braking transistor function of the 400 V devices

Device size 29

Rated DC link voltage @ Un =400 V UN_dc/ V 565

Rated DC link voltage @ Un_uL = 480 V UN_dc uL/V 680

DC link voltage working voltage range Uin_dc / V 390...780

'& VZLWFK Rt OHYHO 3(5525 XQGHUWBRMWHQWLDO’ 240

'&« VZLWFK R OHYHO 3(5525 RYHUSB®W/HNQWLDO" 840

DC switch level braking transistor D Us/V 780

Max. braking current IB_max [ A 600

Min. braking resistor value R min Y 1.3

Braking transistor 2) Mal)\(/ia(;()fccl:(_edt_lfr_?z:olo/zoos;
Protection function for braking transistor Short-circuit monitoring
Protection function braking resistor 3 Feedback signal evaluation and
(Error GTRY always on) current shutdown
DC link capacitance C/uF 23,400

Table 16: DC link / braking transistor function of the 400 V devices

» 7KH GHIDXOW YDOXH LV WKH YDOXH VSHFL{HG LQ WKH WDEOH
2 The cyclic duration factor is additionally limited by the used braking resistor

» 7KH 2Q 204 VZLWFKLQJ RI WKH EUDNLQJ WUDQVLVWRU LV PRQLWRUHG LQW
ARZ WR WKH '& EXV LV VZLWFKHG RU YLD WKH LQWHUQDO UHFWL¢HU 5H

3.3.3 Fan
Device size 29
. Number 1

Interior fan :

Variable-speed yes

) Number 2

Heat sink fan -

Variable-speed yes
Table 17: Fan

the setting of the temperature limits in the software.

NOTICE Avoid destruction of the fans!

y (QVXUH WKDW QR IRUHLJQ REMHFWY GURS LQWR WKH ILC

n The fans are variable-speed. They are automatically controlled depending on
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GENERAL ELECTRICAL DATA E .

3.3.3.1 Switching behavior of the fans

7KH IDQV KDYH GLfHUHQW VZLWFK RQ DQG VZLWFK Rf SRLC
VZLWFK RQ WHPSHUDWXUH VZLWFK R WHPSHUDWXUH
RI WKH IDQV DUH ¢([HG

100 /l
80
S /
5 60
[}
[}
o
2 40 /
g @,
20
0 1 T Y| 1 T 1
0 10 20 30 40 50 60 70 80 90 100
Heat sink temperature / °C
Legend

Fan speed in dependence on the temperature
Setting range for the switch-on temperature
Maximum switch-on temperature
1 | Switch-on point
2 |6ZLWFK R SRLQW
3 | Switching point maximum speed level
Figure 6: Switching behavior of the fans; example heat sink fan)

3.3.3.2 Switching points of the fans

7KH WHPSHUDWXUH OHYHO IRU WKH VZLWFK RQ RI WKH IDQ
shows the default values.

Fan Heat sink Interior
Switch-on temperature T/°C 35 20
Maximum speed level T/°C 65 45
Table 18: Switching points of the fans
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GENERAL ELECTRICAL DATA

3.3.4 External heat sink supply

The fans are variable-speed. They are automatically controlled depending on
the setting of the temperature limits in the software.

)i

!II |1
Il

Il |II

!

Legend
1 |Internal use only

Fuse: F200, F201, F202
SIBA GmbH No. 179120.4

3 | FAN: Connection + / - for external 24V voltage supply

2

Fuse(s) /A 4 (Type gG)
Max. number of conductors 2
Supply voltage UFaN_dc / V 24 -5/+15%
Rated input current IFAN_dc / A 24
Peak current IFAN_Peak / A 30

Fn/ Nm 0.5...0.6

Tightening t
ightening torque Fn /Ib inch 4.5..5.3

0.2...4 (Flexible cable with wire-end ferrule)
1.5 max. (with 2 conductors)

24...10 (UL: Flexible cable without wire-end ferrule)
14 max. (with 2 conductors)

IEC A/ mmz2

Connection cross section
UL Al AWG

Figure 7: External heat sink supply
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DIMENSIONS AND WEIGHTS E .

4 |nstallation

4.1 Dimensions and weights

4.1.1 Panel mount air-cooled version

502.5 361.5 © 425 ‘
N
L -7
o) B %W
® —1®
® g - T
o e ° Te}
5 N . S
? S .
o D
. le o
fi Ke) e}
_":- o~ N ’ ° ’
O
L Ll
1S for M12 (4%)
©
& t
N
D 22
Z(1:2)
Frame size 6
Weight 135 kg / 297.6 Ibs
Width 502.5 mm/19.8 in.
Height 1028 mm / 40.5 in. (with cover)
Depth 361.5mm/14.3in.
Mount 425 x 925 mm /16.8 x 36.5in.
Figure 8: Dimensions panel mount air-cooled version
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CONTROL CABINET INSTALLATION

4.2 Control cabinet installation

4.2.1 Control cabinet installation

Drive controllers in frame sizes 8 and 9 have two threaded bushings for M10 eye bolts
(according ro DIN 580) on the top. These are used to accommodate appropriate lifting
devices for transport.

Legend
1 | M10 eye bolts
Figure 9: Example of F6 frame size 9 with M10 eye bolts

4.2.2 Mounting instructions

The following fastners were evaluated by KEB for mounting the drive control.

Required material Tightening torque
22Nm
Hexagon-head screw ISO 4017 - M8 - 8.8 1941b inch
Flat washer ISO 7090 - 8 - 200 HV S
Table 19: Fasteners for mounting panel mount unit
Required material Tightening torque
9Nm
Hexagon-head screw ISO 4017 - M6 - 8.8 801b inch
Flat washer ISO 7090 - 6 - 200 HV S
Table 20: Fasteners for mounting push-through version

NOTICE Use of other mounting material

y Alternate mounting hardware must meet the above material characteristics
(quality) and tightening torques!

y The use of other mounting hardware is beyond the control of KEB and is
therefore the sole responsibility of the customer.
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CONTROL CABINET INSTALLATION E .

4.2.3 Mounting distances

The control cabinet must be designed to accommodate the total power dissipation of all
the devices inside. The rated power dissipation values of the drive control can be found
in section 3.2.4 Power dissipation at rated operation for 400 V devices. Depending on
the actual load (output current) and duty cycle of the elevator, lower dissipation values

could be used in the calculation.

It is imperitive that the bottom and top clearances are observed in order to en-

VXUH DGLTXDWH DLUARZ WKURXJK WKH KHDWVLQN

n Mounting the drive controller

JRU UHOLDEOH RSHUDWLRQ WKH GULYH FRQWUROOHL

smooth, solid metal zinc-plated or galvanized mounting plate.
Painted sub panels are not recommened!

lB

Mounting distances Dlsr;:)(;n- Distance in mm Distance in inch
A 150 6
B 100 4
A E

C 30 1.2
D 0 0

D, D, E 0 0
Fv 25 1

F D Distance to the control cabinet door.

Figure 10: Mounting distances
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CONTROL CABINET INSTALLATION

4.2.4 Control cabinet ventilation

:KHQ WKH FRQWURO FDELQHW LV YHQWLODWHG ZLWK IRUFH
must be installed at both the inlet and outlet vents. Filters having an IP54 or NEMA 12

rating are recommended as they will prevent airborn contamination from entering the

control cabinet and ultimately the drive controller.

7TKH ¢OWHUV PXVW EH FKHFNHG FOHDQHG RU UHSODFHG SH

Direction of the Front and side view of the coolant inlet
DLUARZ

il

L
—-=> Coolant outlet - _____ N

000 oo |
i e
i e
Coolantinlet  ."& - ,@, -

Figure 11: Control cabinet ventilation

425 $LUARZ RI WKH GULYH FRQYHUWHU

i

Legend
—Pp» | SLUARZ GLUHFWLRQ
Interior fan (frame size 4 and 6)
Drive converter (power unit and control)
Drive converter (heat sink)
Interior fan for (frame size 2 and 3)
Heatsink fan
6 Enclosure (e.g. Control cabinet rear)
Figure 12. $LUARZ RI WKH GULYH FRQYHUWHU

AW IN|F
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OVERVIEW OF THE F6 ELEVATOR DRIVE @ .

5 Installation and connection

5.1 Overview of the F6 Elevator Drive

Frame size 9 No. [Name Description
1 Interior fan
2/6 __ | Shield clamps f(_)r shielded control
cables / Cable tie lugs
3 --- | External heat sink fan supply ¥
4 --- | Nameplate

LEDs (see the manual for control
unit chapter “Overview")

 Status indication of the safety
module

Power circuit terminals for:

* Mains connection
7 X1A | « Braking resistor
* DC connection

* Motor connection

All protective earth (ground)
8 PE | terminals may only have one
conductor installed.

Figure 13: F6 frame size 9 front view
b Refer to external heat sink fan supply section: ~ 3.3.4 External heat sink supply
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OVERVIEW OF THE F6 ELEVATOR DRIVE

Frame size 9 No. [Name Description

1 Interior fan

Power circuit terminals for:

» Mains connection
7 X1A | « Braking resistor
» DC connection

» Motor connection

All protective earth (ground)
8 PE | terminals may only have one con-
ductor installed.

Terminal for:

9 X1C | « Motor temperature monitoring
» Brake control

10 X3A | Encoder interface channel A

11 X3B | Encoder interface channel B
12 Heat sink fan

Figure 14: F6 frame size 9 bottom view
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OVERVIEW OF THE F6 ELEVATOR DRIVE E .

Frame size 9 No. [(Name Description
1 --- | Interior fan

Shield clamps for shielded control
cables / Cable tie lugs

3 FAN | External heat sink fan supply
13 X4C | Fieldbus interface (out)

14 X4B | Fieldbus interface (in)

15 X2B | Safety module

Connection for:

* CAN bus

16 x2A | ¢ Analog inputs and analog
output

« Digital inputs and outputs

» 24 VDC voltage supply

Threaded holes for M10 eye bolt
for lifting

2/6 .

19 | -

Figure 15: F6 frame size 9 top view with control board elevator

n Further information can be found in the respective control board manual.

Instructions for use COMBIVERT F6 control board PRO:
% https://www.kebamerica.com/wp-content/uploads/2024/05/ma_dr_f6-cu-p-lift-
inst-20153834_us.pdf
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CONNECTION OF THE POWER UNIT

5.2 Connection of the power unit

NOTICE Avoid destruction of the drive controller!

y Never exchange mainline input and motor output!

5.2.1 Connection of the voltage supply

The F6 Elevator Drive frame size 9 can be supplied by mainline via terminals L1, L2

| = N
| o o
i he '
L1 I
?LZ ! 1+ |
E ! 1 |
7 ZE |
| VNN |
!_ — oo —0

Minimum waiting period between two switch-on procedures: Five min -
utes!

&\FOLF VZLWFKLQJ RQ DQG Rf RI WKH GHYLFH OHDGV \
of the resistor (PTC) in the input. After the PTC has cooled down, it can be
restarted without restrictions.
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CONNECTION OF THE POWER UNIT E .

o
e
d
Lsb

Crimp lug dimensions Type 1
Nominal hole diameter 0.625
d/in[mm] [15.9]
Max. tongue width 1.85
W /in [mm] [47.0]
Max. barrel diameter 2.02
Db /in [mm] [51.3]
Max. length stud to barrel ¥ 5.02
Ls-b /in [mm] [127.6]
Figure 17: Crimp connector dimension X1A

b Maximum length which maintains IP20 with the cover installed. Longer lengths do not maintain IP20 pro-
tection.

NOTICE Risk of short circuit due too low clearance and creepage distances!

y When using larger crimp lug connectors, make =
sure the distance (min. 12.7 mm 1/2*) to the earth

connections is maintained. Install the lug with the ! = )
barrel outwards!
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CONNECTION OF THE POWER UNIT

5.2.2 Protective and high frequency ground

Protective and high frequency ground must not be connected to the same ter-
minal.

The protective earth (PE) serves for electrical safety particularly personal pro-
tection in case of a ground fault.

5.2.2.1 Protective earth (ground)

The protective earth (PE) serves for electrical safety; particularily personal protection
in case of a ground fault.

4 CAUTION Risk of electric shock due to incorrect dimensioning!
y PE (ground) conductor cross-section should be dimensioned according to
DIN IEC 60364-5-54, NFPA 70 and CSA C22.1 depending on the ultimate
region in which the drive controller is installed!
Name Function Connection type Tightening torque
@ Connection for protective M16-threaded stud with nut 35 Nm
earth for M16 crimp connector 310 Ib inch
Table 21: Connection for protective earth

Incorrect installation of the protective earth
Only the designated M8 threaded studs with supplied nuts may be used as
connection for protective earth ground!

The protective earth ground must always be green, white or gray per NEC and/
or CEC guidelines.

5.2.2.2 High frequency earth ground

50

A high frequency ground may also be necessary to meet EMC requirements. Reduc-
WLRQ RI KLJK TUHTXHQF\ LPSHGDQFH EHWZHHQ GLTHUHQW SI
required to decouple electrical interference.

7KH GULYH ¢(¢OWHU PRWRU DQG PRWRU FDEOH VKLHOG PXV\
ground point, e.g. the sub panel of the control cabinet. When this is not available, the

chassis of the drive control must be used as the common high frequency ground point.

7KH KLIJK ITUHTXHQF\ JURXQG FRQQHFWLRQV PXVW EH PDGH X
equal in size to the supply conductors. Alternately, braided ground strap can be used.

The use of the high frequency ground is not required if the drive control is prop-
erly mounted and wired according to the KEB EMC guidelines.

Notes on EMC-compatible installation can be found here:
% ZZZ NHE GH (OHDGPLQ PHGLD 0DQXDOV HPY




5.3 Mains connection

5.3.1 Supply conductors

The ampacity of the supply conductors shall be sized based on following:
e The rated input current of the drive control.

e The installed branch circuit protection.

e The supplied input voltage.

* In North America, the electric code requirements set forth in NFPA 70 or CSA C22.1
must be observed.

* In some cases with high voltage (400/480 V) input and lower voltage (200 V) mo-
tors, the supply conductors are smaller than the motor conductors. In this special
case, the input conductors are sized based on actual input current and branch cir-
cuit protection, where as the motor conductors are sized based on the motor rated
current.

n The elevator control manufacturer is responsible for the design!

5.3.2 AC mains connection

5.3.2.1 AC supply 3-phase

p g r s t _H_
11— L1 ul
L2 ——=—+" 2L2 V|
L3—==—" u T—?L3 Wi
T | !
___________ — a0 S
PE _°|__________|
No. Type Description
Mains phase 3-phase
TN, TT | T
1 Mains form The rated voltage between one phase conductor and earth potential (or the
neutral point in the IT system) must not exceed 300 V, CSA/UL: 480/ 277 V.
(For the IT system, a short-term disconnection must be ensured).
Personal protection RCMA with separator or RCD type B | Insulation monitors
2 Mains fuses Refer to section 5.3.3 Branch circuit protection.
3 Mains contactor AC1 rating equal or greater than rated input current. SCCR rating equal or
greater than 10 kKA.
4 Mains choke Refer to notes in section 5.4.1 Filters and chokes.
+) ¢OWHU IRU 71 _ ) . _ _
5 TT systems Required for compliance with the limit values in accordance with EN 61800-3
and EN81-20.
+) ¢OWHU IRU|,7 VI\VWHPYV
6 Drive controller COMBIVERT F6 Elevator Drive

Figure 18: Connection of the mains supply 3-phase
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MAINS CONNECTION

5.3.2.2 Terminal block X1A

. Terminal . . Max. number of
Name Function : Tightening torque 2
connection conductors
L1 Mains connection
L2 3-ph
3 -phase
+ -
DC terminals 16 mm stud for
- X 35 Nm
Connection for M16 crimp 310 Ib inch 2
R braking resistor connector
(between + and R)
)
\Y Motor connection
W

Figure 19: Terminal block X1A

D 1/0 (55 mm?) is the smallest conductor size which can be doubled.
$ EXVEDU HLWKHU VROLG RU AH[LEOH FDQ EH XVHG DV

crimp connector.
Physical limitations on the device must be considered:

e Possible busbar widths: up to 40 mm (busbar insulation cannot exceed 46
mm width).
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5.3.3 Branch circuit protection

NOTICE Integral solid state short circuit protection does not provide branch circuit
protection!

y Branch circuit protection must be provided in accordance with the Manufac-
turer Instructions, National Electrical Code (NFPA 70 or CSA 22.1) and any
additional local codes.

Per NFPA 70 article 620.16(B), it is forbidden to connect an elevator control to the

mainline, if the elevator control's SCCR rating does not match the available fault

current. The elevator control obtains its SCCR rating through the use of tested and
DSSURYHG EUDQFK FLUFXLW SURWHFWLRQ GHYLFHV VSHFL
in Table 22.

If the controller/elevator drive is supplied through an individual isolation
transformer, the maximum fuse amperage rating shall not be greater than
125% of the secondary current rating of the transformer per NFPA 70 and
CSA22.1!

y 7KLV YDOXH PD\ EH VLIJQL,{FDQWO\ ORZHU WKDQ WKH

Branch circuit protection for the F6 must be provided using the fuses as
listed in the tables below!

y High Speed Class J fuses are required due to fast trip response. Note the
amperage value is the maximum value allowed. Lower values may be used
based on the relative sizing of the motor to the elevator drive. If there is an
LVRODWLRQ WUDQVIRUPHU DQG RU D KDUPRQLF ¢(OWH
drive, High Speed Class J fuses or the listed semiconductor fuses must be
used (NOTE: only Mersen type HSJ or Bussmann type DFJ High Speed
Class J fuses are approved).

5LVN RI LQMXU\ RU GHDWK GXH WR ¢UH KD]DUG

y Failure to install approved branch circuit protection may result in catastroph-
ic damage to the elevator drive and elevator controller.

|

The minimum voltage rating for protection devices used with 230 V elevator drives
shall be 250 VAC. The minimum voltage rating for protection devices used with 480 V
elevator drives shall be 600 VAC. Fuses shall not be installed between the drive and
the motor.

,Q 30 VIQFKURQRXV PRWRU DSSOLFDWLRQV ZKHUH WKH GUI
ly lower than the output current, it is allowed to use a protection device with a lower
current rating thus being able to optimize line side wiring and ancillary components.

53



MAINS CONNECTION

Max. size of the fuse / A
Standard fault High fault
Drive size Un =400V UN =480V Un =480V
gG (IEC) class “J” gR
SCCR 30kA SCCR 18kA SCCR 100kA Type
550 Siba 206xy32.550
29 630 600 550 Cooper Bussman 170M3xy2
600 Littelfuse L70QS600.x
Table 22: Fusing of the 400 V / 480 V devices

D 3[3 VWDQGV IRU YDULRXV LQGLFDWRUV 3\3 VWDQGV IRU GLUHUHQW FRQQC

54

Short-circuit capacity
European CE compliant installations

According to requirements from EN 60439-1 and EN 61800-5-1 the following
is valid for the connection to a network: The devices are suitable for use in a
FLUFXLW FDSDEOH RI GHOLYHULQJ QRW PRUH WKDQ N
FXUUHQW ZKHQ XVLQJ ,(& FODVVTablel2XVHY DV VSHFL¢{HG

North American UL/CSA compliant installations

All 480 V models are suitable for use on a circuit capable of delivering not more

than 18 kA rms symmetrical amperes, 480 volts maximum when protected by
FODVV - IXVHV UDWHG BBB $ P&ittQ2Hov sitabl&/ fBriHiselopHG L Q
a circuit capable of delivering not more than 100 kA rms symmetrical amperes,

240 volts maximum when protected by the semiconductor fuses rated _ Am-
SHUHV DV VSHWd22HG LQ




5.3.4 DC supply

NOTICE DC operation

y DC operation is possible when used together with a regen unit or AIC unit. In
ERWK FDVHV WKH ARZ RI SRZHU FDQ EH EL GLUHFWLF

y DC fuses must be installed as described in the tables under section 5.3.3
Branch circuit protection. However if the DC fuses are integral to the regen
unit, the external fuses may be omitted.

The DC current is calculated from the rated motor power and the AC line voltage or
AIC regulation voltage.

7KH ¢UVW VWHS LV WR FDOFXODWH WKH UDWHG SRZHU RQ
SRZHU GLYLGHG E\ WKH PRWRU HFLHQF\ ,| WKH PRWRU H"
for induction motors and 92.5% for PM synchronous. Divide that by the drives inverter
H"FLHQF\ a # N+]

The result is the DC power.

I:)(:)\I\I(:"I;\/Iotor
E f frotor * E T farive

= Powe,5C

The DC voltage is calculated as the AC line voltage times 1.34. This factor accounts
for the voltage drop across the regen choke. Alternately, when using an AIC unit, the
regulation voltage of the AIC unit is the DC voltage.

Powerf,.

— = Am
Voltspe Pec

The result is the DC current. Conductors can be sized accordingly.

Max size of the fuse / A
Drive Un = 680 Vdc _
Size SCCR 18 kA (Standard) / 85 kA (High)
Manufacturer |Model or Series ? Al\él;);;zze 3) Recommended Fuse Amperage
Eaton 170M61x# 1250 Adc 800 Adc
29 Littelfuse PSRO73yy# 700 Adc 700 Adc
Littelfuse PSX3XLyy# 1400 Adc 800 Adc
Table 23: DC fusing of the 400 V / 480 V devices

D When the system is supplied from the AC mainline, the kA rating is ultimately inherited from the converter
device and the AC branch circuit fuses.

2 KHUH 3;°

UHSUHVHQWY GLGUHUHQW LQGLFDWLRQ RSWLRQV DQG < UHSL

“#" represents the ampere rating.

® Only fuses within the described model or series may be used. Fuses with lower ampere ratings are allowed.
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MAINS CONNECTION

5.3.4.1 Terminal block X1A DC connection

. Terminal . . Max. number of
Name Function . Tightening torque 1
connection conductors Y
+ . 16 mm stud for 35 Nm
- DC terminals M16 crimp connector 310 Ib inch 2

Figure 20: Terminal block X1A DC connection

b 1/0 (55mm?2) is the smallest conductor size which can be doubled.

$ EXVEDU HLWKHU VROLG RU AH[LEOH FDQ EH XVHG DV
crimp connector.

Physical limitations on the device must be considered:

e Possible busbar widths: up to 40 mm (busbar insulation cannot exceed 46
mm width).
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Crimp lug dimensions Type 1
Nominal hole diameter 0.625
d/in [mm] [15.9]
Max. tongue width 1.85
W /in [mm] [47.0]
Max. barrel diameter 2.02
Db /in [mm] [51.3]
Max. length stud to barrel 1) 5.02
Ls-b /in [mm] [127.6]
Figure 21: Crimp connector dimension X1A

D Maximum length which maintains IP20 with the cover installed. Longer lengths do not maintain IP20 pro-

tection.
NOTICE Risk of short circuit due too low clearance and creepage distances!
y When using larger crimp lug connectors, make =
VXUH WKH GLVWDQFH PLQ PP ! R KH HDUWK
connections is maintained. Install the lug with the =
barrel outwards!
—
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MAINS CONNECTION

5.3.5 Connection of the motor

5.3.5.1 Wiring of the motor

® @ ® ®

( Control
P
' [ 9 x
oy -

X1A

Legend
1 | KEB COMBIVERT

Apply motor cable, shielding on both sides over a large surface on the bare metallic frame or mounting
plate (remove paint if necessary)

2

3 | Three-phase motor
4 | Temperature monitoring (optional)
Figure 22: Wiring of the motor

Information on temperature monitoring:
% https://www.kebamerica.com/wp-content/uploads/2024/05/ma_dr_f6-cu-p-lift-
inst-20153834_us.pdf
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5.3.5.2 Terminal block X1A motor connection

. Terminal . . Max. number of
Name Function . Tightening torque 1
connection conductors Y
U
v Motor 16 mm stud for 35 Nm 5
W connection M16 crimp connector 310 Ibinch

Figure 23: Terminal block X1A motor connection

D 1/0 (55mm?2) is the smallest conductor size which can be doubled.

$ EXVEDU HLWKHU VROLG RU AH[LEOH FDQ EH XVHG D
crimp connector.

Physical limitations on the device must be considered:

» Possible busbar widths: up to 40 mm (busbar insulation cannot exceed 46
mm width).
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MAINS CONNECTION
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d
Lsb

Crimp lug dimensions Type 1
Nominal hole diameter 0.625
d/in[mm] [15.9]
Max. tongue width 1.85
W /in [mm] [47.0]
Max. barrel diameter 2.02
Db /in [mm] [51.3]
Max. length stud to barrel 1) 5.02
Ls-b /in [mm] [127.6]
Figure 24: Crimp connector dimension X1A

D Maximum length which maintains IP20 with the cover installed. Longer lengths do not maintain 1P20 pro-

tection.

NOTICE Risk of short circuit due too low clearance and creepage distances!

y When using larger crimp lug connectors, make
VXUH WKH GLVWDQFH PLQ PP ! H HDUWK
connections is maintained. Install the lug with the
barrel outwards!
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5.3.5.3 Selection of the motor cable

Correct wiring techniques as well as the motor cable itself play an important role in sys-
tems with long cable lengths, i.e. MRL applications. With lower motor power ratings, it
becomes critical to utilize a motor cable with reduced capacitance phase to phase as
well as phase to shield. Ideally, the phase to phase value should be lower than 65 pF/m
and the phase to shield value should be lower than 120 pF/m. Motor cables with these
SURSHUWLHY KDYH WKH IROORZLQJ HfHFWV

« Allow longer motor cable lengths (~ 5.3.5.4 Motor cable length and conducted
interferences at the AC supply).

e Better EMC properties (reduction of the common-mode leakage currents to earth
ground).

The use of shielded motor lines with symmetrical structure is
required for higher motor power (from 30 kW). In these lines,
@ the protective earth conductor is tripartite and evenly arranged
between the phase lines. A cable without protective earth
conductor can be used if local regulations so permit. Then the
protective earth conductor must be laid externally. Certain lines
also permit the shield for the use as protective earth conductor.

@ @ For this, refer to the details of the line manufacturer!

Figure 25: Symmetrical motor line
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MAINS CONNECTION

5.3.5.4 Motor cable length and conducted interferences at the AC supply

The maximum motor cable length is depending on the capacitance of the motor cable
as well as on the required EMC emitted interference level. External measures must be
WDNHQ VXFK DV LQVWDOOLQJ DQ (0, (OWHU RQ WKH OLQH VL1

:LWK D SURSHUO\ LQVWDOOHG (0, ¢OWHU KLJK IUHTXHQF\ JL
of low capacitance shielded motor cables, the lengths in Table 24 can be realized.

) ) Max. motor cable length shielded (low capacitance)
Drive size
29
Filter 30E4T60-1001 Filter not required ¥
Limit class in accordance with EN 61800-3 Cc2 C3
Motor cable length @ fs = 2khz 100 m 100 m
Motor cable length @ fs = 4khz 100 m 100 m
Motor cable length @ fs = 8khz 100 m 100 m
Radiated emissions limit class C2
Table 24: Max. motor cable length 400 V / 480 V

D The C3 limit class can be achieved with just the additional use of a line choke.

5.3.5.5 Motor cable cross-section

The ampacity of the motor conductors shall be sized based on following:
e The rated current of the motor.
e 7TKH DGMXVWHG YDOXH RI1 /0

¢ In North America, the electric code requirements set forth in NFPA 70 or CSA C22.1
must be observed.

¢ The elevator drive control is designated “Suitable for Output Motor Conductor Pro-
WHFWLRQ"

* In some cases with high voltage (400/480 V) input and lower votlage (200 V)
motors, it can be that the output motor conductors are larger than the input conduc-
tors. In this special case, the output conductors are sized based on the motor rated
current, whereas the input conductors are sized based on actual input current and
branch circuit protection.
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5.3.5.6 Interconnection of the motor

NOTICE Protect motor against voltage peaks!

y In some conventional installations and many MRL applications, the motor can
be a considerable distance (greater than 15 m) from the elevator drive. Under
these circumstances, the long cable length coupled with high dv/dt phase to
phase motor votlage, can cause high voltage peaks at the motor terminals.
Depending on the design of the motor, the long motor cables can cause dam-
age to the motor windings. Therefore, in these installations the use of a spe-
FLDO GY GW (OWHU LV KLIJKO\ UHFRPPHQGHG

y The standard approved solution is a special output choke. The choke is de-
signed to be used with a maximum of 8 kHz switching frequency and low
LQGXFWDQFH VR LW GRHV QRW GUDVWLFDOO\ LQAXH
PRGHO 7KH FKRNH SURYLGHYV WKH DGGHG EHQL¢{;W RI
the shielded motor cables as well as leakage current in the motor bearings.
Refer to section 5.4.3 DV/DT Chokes for more information on dv/dt chokes.

recommended since the inductance value is high enough that it would distort
the values in the motor model and result in poor control of the motor. In addi-
tion, these chokes may not be designed to handle the heating incurred from 8
kHz switching operation.

n The use of a conventional line or motor choke on the output of the drive is not

5.3.5.7 Connection of the temperature monitoring and brake control (X1C)

A programmable temperature sensor input is available on the F6 drive control.

7KH GLtHUHQW SRVLELOLWLHYV IRU WHPSHUDWXUH HYDOXD
installed in the drive. Refer to the Installation F6 Elevator Control manual.

7KH GHVLUHG RSHUDWLQJ PRGH FDQ EH DGMXVWHG YLD VR
WKH WHPSHUDWXUH OLPLW YDOXH DW ZKLFK D ZDUQLQJ L\
eter (LM10). For more information, refer to the F6 Elevator Drive Reference Manual.

X1C PIN Name Description
1 BR+ Brake control / output +
2 BR- Brake control / output -
3 ov .
4 P AVout For supply of the checkback inputs
2Wallellslfio 5 BCF1 Brake check feedback channel 1
6 BCF2 Brake check feedback channel 2
7 Reserved S
1M3HSH7l® 8 Reserved S
9 TA1l Temperature detection / input +
10 TA2 Temperature detection / input -
Figure 26: Terminal block X1C for control board PRO

63



MAINS CONNECTION
NOTICE Risk of malfunctions due to incorrect routing of the temperature sensor

cables!

Risk of control malfunction resulting from capacitive or inductive cou-
pling of electrical disturbances!

y Do not route cables from the motor temperature sensor (even when shield-
ed) together with other control cables.

y Cables from the motor temperature sensor within the motor cables may only
be used with double shielding!

y The temperature sensor input on the F6 drive has basic isolation. It is not
connected to the 24 V SELV supply of the control card.

° 3 The brake can be supplied with both, internal and external
voltage. Voltage tolerances and output currents vary for

i_ o I internal and external voltage supply.

. _ Refer to the instructions:

| X1C llf—dc __Z;X Installation F6 Elevator Control manual
_max —

COMBIVERT
4 | Brake or 24 VDC contactor coil
Figure 27: Connection of the brake control

KTY sensors are polarized semiconductors and must be
operated in forward direction!

Connect the anode to TA1 and the cathode to TA2!
Failure of compliance leads to incorrect measurements
in the upper temperature range. A protection of the motor
winding is then no longer guaranteed.

1 | Connection via shield plate (if not available, connect to the mounting plate).
Figure28: &RQQHFWLRQ RI D .7< VHQVRU

NOTICE No protection of the motor winding in case of wrong connection!

y Operate KTY sensors in forward direction.

y KTY sensors may not be combined with other sensors.

For futher information regarding the wiring of temperature sensors and the
brake control, please refer to the control instruction manual.
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5.3.6 Connection and use of a braking resistor

A CAUTION 5LVN Rl ¢UH ZKHQ XVLQJ EUDNH UHVLVWRUV
y 7TKH ULVN RI ¢UH FDQ EH VLIJQL{FDQWO\ UHGXFHG E\ X
resistors or by using suitable monitoring functions/circuits.
y 'R QRW URXWH XQUHODWHG ¢HOG ZLULQJ LQVLGH RI1 V

y Do not place combustible materials in, on, or around the resistor cabinet.

y Do not mount other devices inside the resistor cabinet.

NOTICE Destruction of the elevator drive if the actual resistance falls below
the minimum brake resistance value!
0 y Brake resistance value must not fall below the minimum! Refer to 3.2 Device
data of the 400 V devices.
A CAUTION Hot surfaces caused by load of the braking resistor!

Risk of burning of the skin!

y Cover hot surfaces safe-to-touch.

y Check the surface of unit before touching.

y If necessary, attach warning signs on the system.

5.3.6.1 Terminal block X1A connection braking resistor

. Terminal . . Max. number of
Name Function . Tightening torque 1
connection conductors Y
+ Connection for 16 mm stud for
. . . 35Nm
braking resistor M16 crimp 310 Ib inch 2
R (between + and R) connector

Figure 29: Terminal block X1A connection braking resistor

D 1/0 (55mm?2) is the smallest conductor size which can be doubled.

crimp connector.
Physical limitations on the device must be considered:

n $ EXVEDU HLWKHU VROLG RU AH[LEOH FDQ EH XVHG D

» Possible busbar widths: up to 40 mm (busbar insulation cannot exceed 46
mm width).
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MAINS CONNECTION

o
! ﬁ‘ |
P |
d
Lsb

Crimp lug dimensions Type 1
Nominal hole diameter 0.625
d/in [mm] [15.9]
Max. tongue width 1.85
W /in [mm] [47.0]
Max. barrel diameter 2.02
Db /in [mm] [51.3]
Max. length stud to barrel ¥ 5.02
Ls-b /in [mm] [127.6]
Figure 30: Crimp connector dimension X1A

Y Maximum length which maintains IP20 with the cover installed. Longer lengths do not maintain IP20 pro-

tection.
NOTICE Risk of short circuit due too low clearance and creepage distances!
y When using larger crimp lug connectors, make =
VXUH WKH GLVWDQFH PLQ P . [F V]KH
earth connections is maintained. Install the lug =
with the barrel outwards!
——

5.3.6.2 Use of braking resistors

5LVN Rl ¢UH RU VPRNH HPLVVLRQ LQ FDVH RI RYHUORDG |
Practice safe use of braking resistors!

y Failure to implement a braking resistor protection method along with the ap-
propriate control circuitry can result in heat damage to the resistors, elevator
controls, surrounding components in the machine room, and the risk of a
FDWDVWURSKLF ¢UH

Instructions for use installation braking resistors:

% https://www.kebamerica.com/wp-content/uploads/2021/09/Brake-Transistor-
Monitor-Instruction-Manual. pdf

Further information:

% https:/iwww.kebamerica.com/blog/3-ways-to-protect-a-vfd-braking-resistor-from- :
short-circuit-failure/
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5.3.6.3 Brake resistor protection

A normally closed temperature sensor on the braking resistors can be used to open a
DC contactor in the event the resistor temperature becomes excessive.

This method prevents the resistors from over heating in the following cases:

« The resistors become overloaded due to excessive operation of the elevator.

e 7KH UHVLVWRUV RYHU KHDW EHFDXVH RI LQVX"FLHQW DL
ing.

A DANGER 5LVN RI FDWDVWURSKLF GDPDJH DQG RU ¢UH

y In the event of component failure, the above serves as the means to prevent
FDWDVWURSKLF GDPDJH DQG RU ¢UH

Legend
F | Branch Circuit Fuses
CH | Line Choke
EMI | EMI Filter
BR | Brake Resistor
DC | DC Contactor
EC | Elevator Control
VC | Voltage Control
M | Motor

Figure 31: Temperature sensor monitor circuit; no elevator controller supervision:
DC contactor
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5.3.6.4 Brake transistor monitor

The frame size 9 F6 Elevator Drive contains an internal brake transistor monitor circuit.

This circuit, monitors the health of the brake transistor and issues a warning in the

event the transistor does not respond to the commanded state. By default, this monitor

is active and provides early warning through a digital output or serial status word bit.
+RZHYHU WKH UHVSRQVH WR WKH ZDUQLQJ IXQFWLRQ PXVW
behavior.

S3DUDPHWHU /; LV XVHG WR DGMXVW WKH EHKDYLRU DIWHU
3:bUQLQJ ( VWRS (UURU 6DIH 6ZLWFK 2% WULJJHUV DQ LPPF
JHUR VSHHG 2QFH JHUR VSHHG LV UHDFKHG WKH LQSXW UHF
ARZ Rl HQHUJ\ LQWR WKH '& EXV DQG XOWLPDWHO\ WR WKH E

7KH VHFRQG RSWLRQ LV D YDOXH RI 3:DUQLQJ :DLW IRU UX
case, the run continues as normal with the elevator control decelerating the car to the

ARRU 2QFH DW WKH ARRU ZKHQ WKH FRQWUROOHU-VZLWFKF
WRPDWLFDOO\ VZLWFK R WKH LQSXW UHFWL¢{;HU EUHDNLQJ
ultimately to the braking resistor.

'LWK ERWK DGMXVWPHQWY WKH HUURU FRGHV LQGLFDWLQJ V

2))" 3(UURU *75 2&° DQG 3(UURU *75 DOZzZD\V 21° ZLOO EH
and DG92.

If the control stage of the drive is not supplied from an external 24 Vdc supply,

WKH FRQWURO ERDUG ZLOO VKXW Rfi DIWHU WKH VDIH
with an external 24 Vdc supply, the control stage will remain active, allowing the

elevator control to continue communication with the drive. The 24 Vdc supply is
recommended as it allows the user to copy all the parameters into the operator

which can then be used to load them into a replacement drive.

NOTICE Risk of damage to the braking resistor!

y Once this type of failure occurs, the only solution is to replace the drive with
a new one. However, prior to replacement, all connections and the brake
resistor itself shall be checked. Loose connections and/or a shorted brake
resistor can result in damage of the braking transistor. Therefore perform a
thorough check everything before replacing the drive.
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5.4 Accessories

5.4.1 Filters and chokes

NOTICE A line choke with minimum 3% impedance is recommended for all 230 V

inverters 15kW / 20hp and greater. A line choke with minimum 3% imped-
ance is recommended for all 480 V inverters 30 kW / 40 hp and greater!

y Alternately, an isolation transformer installed between the main line and the
elevator drive will satisfy the same requirement.

y The line choke (or transformer) is used to prevent nuisance errors and
damage caused by voltage spikes. Additionally, the use of a line choke will
double the operational lifetime of the DC bus capacitors in the unit. At the
same time, the choke will reduce the harmonic distortion of the line current
from very high values of 80-100% THiD to around 45% THID.

y If lower values of line current distortion are required, contact KEB regarding
DQ DSSOLFDEOH KDUPRQLF (¢OWHU :LWK VXFK D GHY|
harmonic distortion below 8% THID.

y 7KH (0, ¢OWHUVY EHORZ DUH UHTXLUHG IRU (1 FRGH |

7KH ¢OWHUY OLPLW WKH FRQGXFWHG LQWHUIHUHQFH
EN12015 and EN12016.

Voltage Drive Controller EMI Filters Line choke Line Choke
Class Size 50Hz / 4% Uk 60Hz / 3% Uk
400 V 29 30E4T60-1001 2971B04-1000 2971B05-1012

Table 25:; Filters and chokes 400 V devices

n 7KH VSHFL¢{¢HG ¢OWHUV DQG FKRNHV DUH GHVLJQHG IF
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ACCESSORIES

542 J)HUULWH FRUH FRPPRQ PRGH (OWHU

A ferrite core is supplied together with the elevator drive. This ferrite works as a

FRPPRQ PRGH (OWHU ,W LV WR EH LQVWDOOHG QHDU WKH 8
across the three motor phases. The catalog number of the ferrite core is 0090399-

0004.

This ferrite core can also be used to reduce bearing currents in the connected AC

motor. Bearing currents are caused by capacitive coupling between the stator and the

rotor and then the subsequent connection through the bearings to ground. The pulse

width modulated (PWM) output of the drive interacts with the capacitive coupling caus-

LQJ OHDNDJH FXUUHQW WR ARZ IURP WKH URWRU WKURXJK W
frame.

7KLV IHUULWH FRUH FDQ EH XVHG WR FRPEDW WKH ARZ RI Ol
WKH PDJQLWXGH RI FXUUHQW ARZLQJ WKRXJK WKH EHDULQJ\

When additional protection against bearing leakage current is required, it is recom-
mended to install three additional ferrite cores in addition to the one already provided.

Figure 32: Ferrite core
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5.4.3 DV/DT Chokes

This is a special common mode choke design which provides reduction of voltage rise
(DVIDT), reduced peak voltages at the motor windings, and common mode leakage
current reduction (bearing currents). This solution provides the best protection for ex-
pensive gearless machines regardless of the length of the motor cables.

KEB always recommends the mandatory use of a DV/DT choke whenever the motor
cable length is 15 m or greater. However if an Active Infeed Converter (AIC) is used
to provide four quadrant operation, the use of this special choke is recommend in all

cases.
thﬁ;gse Inverter Size Material Number Rated Current*
250 A
400V / 480V 29 0090240-0TBD 305A
365 A
Table 26: DV/DT Motor Chokes

* |t is best to size the choke based on rated motor current.
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CERTIFICATION

6 SHUWL{FDWLRQ

6.1 CE marking

CE-marked F6 Elevator Drives are in accordance with the regulations developed and
manufactured in accordance with the Low Voltage Directive and EMC Directive. The
harmonized standards of the EN 61800-5-1 and EN 61800-3 series are applied.

For further information regarding the CE declarations of conformity:
" 6.3 Further information and documentation.

6.2 8/ &6% FHUWL,FDWLRQ

Acceptance according to UL is indicated on the nameplate of
KEB drive converters by the logo shown.

The F6 Elevator Drive has been investigated under UL 61800-
5.

For UL and CSA compliance for use in North American and Canadian markets, the fol-
lowing additional information must be observed:

» Control board rating of relays (30 Vdc/1A)

¢ Brake resistor ratings and duty cycle: see RATINGS
¢ Maximum surrounding air temperature 45°C

* Use in a Pollution Degree 2 environment

e Power terminals X1A use 75°C copper conductors only

4 CAUTION During the UL evaluation, only ‘Risk of Electrical Shock’ and ‘Risk of Fire’
aspects were investigated. Functional Safety aspects were not evaluated!

The opening of the branch circuit protective device may be an indication
that a fault current has been interrupted!

y 7R UHGXFH WKH ULVN Rl ¢UH RU HOHFWULFDO VKRFN F.
components of the controller should be examined and replaced if damaged.

y Per OSHA 29 CFR 1910.334(b)(2) and NFPA 70E 130.6(M):
After a circuit is de-energized through the opening of a branch circuit
protective device, the circuit may not be re-energized until it has been
determined that the equipment and circuit can be safety energized.
Repetitively re-energizing the circuit by manually reclosing the circuit
breaker or repalcement of fuses is strictly prohibited.
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6.3 Further information and documentation

Supplementary manuals, instructions and resources:

KEB America, Inc. North America support:

% www.kebamerica.com/elevator-support

=
, , (]2 [=]
KEB Automation KG Europe document search:
% www.keb-automation.de/search rh iy
’ OF

General instructions

* EMC and safety instructions

ODQXDOV IRU DGGLWLRQDO FRQWURO ERDUGYV VDIHW\ PF

Instruction and information for construction and development
 Input fuses in accordance with UL
e Programming manual for control and power unit

ORWRU FRQ¢{JXUDWRU WR VHOHFW WKH DSSURSULDWH GU
for parameterizing the drive converter

Approvals and approbations

» Declaration of conformity CE
e 7Th9 FHUWL¢{FDWH
e )6 FHUWL¢;FDWLRQ

Others

« COMBIVIS, the software for comfortable parameterization of drive converters via PC
(available per download)

e EPLAN drawings
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Appendix

Recommended manufacturer part numbers - Crimp lugs

APPENDIX

Conductor Conductor Max NEC Standard Manufacturer’s .
: current [A] Connections
AWG mm o or Flex part number
75°C Copper
L1L2L3
2x 600 2x 304 2x 420 S LCA600-58-6 +-R
uvw
L1L2L3
S LCA750-58-6 +-R
Uuvw
2x 750 2x 380 2x 475
L1L2L3
F LCAX750-58-3 9 +-R
uvw
Table 27: F6-9 recommended Panduit crimp lugs
D Not IP20, the tongue width of the terminal is too wide to use the terminal cover.
Conductor Conductor UENINIES Standard Manufacturer’s .
2 current [A] Connections
AWG mm o or Flex part number
75°C Copper
L1L2L3
S 54120 +-R
uvw
2x 600 2x 304 2x 420
L1L2L3
F 54123-TB Y +-R
uUuvw
L1L2L3
2x 750 2x 380 2x 475 S 54123NT +-R
uvw
L1L2L3
2x 800 2x 405 2x 490 S 54124-TB Y +-R
uvw
L1L2L3
2x 900 2x 456 2x 520 S 54126 Y +-R
uvw

Table 28: F6-9 recommended Thomas & Betts crimp lugs

D Not IP20, the tongue width of the terminal is too wide to use the terminal cover.
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Conductor Conductor Max NEC Standard Manufacturer’s .
2 current [A] Connections
AWG mm o or Flex part number
75°C Copper
L1L2L3
S YA36L +-R
Uuvw
2x 600 2x 304 2x 420 11213
= YA39LB Y 4R
i)
YA40LB UV W
L1L2L3
S YA39LNT12 +-R
uvw
2x 750 2x 380 2x 475 1123
F YA44LB Y 4R
YA44LNT58FX UV W
L1L2L3
2x 800 2x 405 2x 490 S YA40L +-R
Uuvw
. VA44L D |_1+|_2R|_3
1) -
YAV500M16 UV W
2x 1000 2x 506 2x 545
L1L2L3
F YAV500FM16 Y +-R
Uuvw
Table 29: F6-9 recommended Burndy crimp lugs
Y Not IP20, the tongue width of the terminal is too wide to use the terminal cover.
Conductor Conductor Max NEC Standard Manufacturer’s .
. current [A] Connections
AWG mm o or Flex part number
75°C Copper
Penn-Union LiL2ls
2x 1250 2x 633 2x 590 S TLU-125S 9 +-R
uvw

Table 30: F6-9 recommended Penn-Union crimp lugs

» 1RW ,3

ZLOO QRW (W VWUDLJKW GRZQ DQG EDUUHO 2' PLIJKW

EH WRF

75



REVISION HISTORY

7 Revision history

Version |Description Date
00 Preliminary version 08/2026
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